STATE OF CALIFORNIA
BUILDING STANDARDS COMMISSION

FINAL EXPRESS TERMS
FOR PROPOSED BUILDING STANDARDS
OF THE OFFICE OF THE STATE FIRE MARSHAL
REGARDING THE 2019 CALIFORNIA FIRE CODE,
CALIFORNIA CODE OF REGULATIONS, TITLE 24, PART 9

(2018 TRIENNIAL RULEMAKING CYCLE)

The State agency shall draft the regulations in plain, straightforward language, avoiding
technical terms as much as possible and using a coherent and easily readable style.
The agency shall draft the regulation in plain English. A notation shall follow the express
terms of each regulation listing the specific statutes authorizing the adoption and listing
specific statutes being implemented, interpreted, or made specific (Government Code
Section 11346.2(a)(1)).

LEGEND FOR EXPRESS TERMS (Based on model codes - Parts 2, 2.5, 3, 4,5, 9, 10)

1.
2.
3.

4.
5.

Model Code language appears upright.

Existing California amendments appear in italics.

Amended model code or new California amendments appear underlined and in
italics.

Repealed model code language appears uprightand-in-strikeout.
Repealed California amendments appear in italies-and-strikeout.

FINAL EXPRESS TERMS

SUMMARY OF SUBMITTAL FORMAT

*PART 1**

1. Bring forward existing California Amendments from the 2016
California Fire Code for adoption into the 2019 California Fire Code
with amendment.

2. Adopt standards from the 2018 International Fire Code into the 2019
California Fire Code without amendment.

3. Adopt standards from the 2018 International Fire Code into the 2019
California Fire Code with amendment.

4. Repeal 2016 California Amendments, which are not brought forward
into the 2019 California Fire Code.

*PART 2**
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1. Bring forward existing California Amendments from the 2016
California Fire Code for adoption into the 2019 California Fire Code
without amendment, except for editorial corrections.

*PART 1#*

Item 1. California editorial updates and errata by chapter

[The OSFM proposes to adopt Chapter 1 with the following amendments and

California regulations]

(Note: See Part 2 of this document for existing California amendments brought forward
from the 2016 California Fire Code for adoption into the 2019 California Fire Code without

change.)

[Chapter 1]

1.1.1 Title. These regulations shall be known as the California Fire Code, may be cited

as such and will be referred to herein as “this code.” The California Fire Code is
Part 9 of thirteen parts of the official compilation and publication of the adoptions,
amendment, and repeal of building regulations to the California Code of
Regulations, Title 24, also referred to as the California Building Standards Code.
This part incorporates by adoption the 20452018 International Fire Code of the
International Code Council with necessary California amendments.

1.1.7.3 Conflicts. When the requirements of this code conflict with the
requirements of any other part of the California Building Standards Code, Title 24,
the most restrictive requirements shall prevail.

1.1.7.3.1: Detached one-and two-family dwellings, efficiency dwelling units,
lodging houses, live/work units, townhouses not more than three stories
above grade plane with a separate means of eqress, and their accessory
structures, may be designed and constructed in_accordance with the
California Building Code or the California Residential Code, but not both,
unless the proposed structure(s) or element(s) exceed the design
limitations established in the California Residential Code, and the code user
is specially directed by the California Residential Code to use the California
Building Code.
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1.11.1 SFM—Office of The State Fire Marshal. Specific scope of application of the
agency responsible for enforcement, the enforcement agency and the specific authority
to adopt and enforce such provisions of this code, unless otherwise stated.

Application:
Institutional, educational or any similar occupancy. Any building or structure
used or intended for use as an asylum, jail, prison, mental hospital, hospital,
sanitarium, home for the aged elderly, children’s nursery, children’s home or
institution, school or any similar occupancy of any capacity.

1.11.6 Certificate of Occupancy. A Certificate of Occupancy shall be issued as specified
in Title 24, Part 2, California Building Code, Section 111.

Exception: Group R-3, and Group U occupancies.

[The OSFM proposes to only adopt Sections 102.1 —102.5, 102.9, 104.2, 104.5, 104.7
- 104.7.2, 104.10, 105.1 — 105.2.2, 105.2.4, 105.3, 105.3.3 -105.6.8, Table 105.6.8,
105.6.11, Table 105.6.11 — 105.6.16, 105.6.21, Table 105.6.21 - 105.6.27, 105.6.36,
105.6.38, 105.6.40, 105.6.47, 105.6.50, 105.6.49, 105.7 — 105.7.16, 106.2 — 106.4, 109.1
- 109.3.1, 110.1 - 1104, and 111.1 - 111.4 contained in Chapter 1, Division Il
pursuant to Health and Safety Code Sections 13108, 13113, 13114, 13131.5, 13143,
13143.6, 17921 and 18949.2.]

[ Deleting the California amendment and adopting model code language]
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[ Deleting the California amendment and adopting model code language]

FABLE105-6-9

[ Deleting the California amendment and adopting model code language]

105.6.17 Flammable and combustible liquids. An operational permit is required:
[Authors Note Items 1-9 of Section 105.6.16 to remained unchanged]

10. To engage in the dispensing of liquid fuels into the fuel tanks of motor
vehicles at commercial, mdustrlal governmental or manufacturlng
establishments #r

I I F I - . " l I E ... 5222.

11. To utilize a site for the dispensing of liquid fuels from tank vehicles into the
fuel tanks of motor vehicles, marine craft and other special equipment at
commermal mdustrlal governmental or manufacturlng estab%hmenfes—m
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105.6-49 105.6.51 Additional Permits. In addition to the permits required by Section
105.6, the following permits shall be obtained from the Bureau of Fire Prevention prior to
engaging in the following activities, operations, practices or functions:

105.6.502 Plant extraction systems. An operational permit is required to use a plant
extraction system.

[ Deleting the California amendment and adopting model code language]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204
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[Chapter 2]

[The OSFM proposes to adopt Chapter 2 with the following amendments and
California regulations]

(Note: See Part 2 of this document for existing California amendments brought forward
from the 2016 California Fire Code for adoption into the 2019 California Fire Code without

change.)

DEFINITIONS

CARE AND SUPERVISION. Any one or more of the following activities provided by a
person or facility to meet the needs of the clients:

| I: © @ > |» doE

|©

Assistance in dressing, grooming, bathing and other personal hygiene.
Assistance with taking medication.

Central storing and/or distribution of medications.

Arrangement of and assistance with medical and dental care.

Maintenance of house rules for the protection of clients.

Supervision of client schedules and activities.

Maintenance and/or supervision of client cash resources or property.
Monitoring food intake or special diets.

Providing basic services required by applicable law and regulation to be

provided by the licensee in order to obtain and maintain a community-care
facility license.

COMMON USE [DSA-AC] Interior or exterior circulation paths...
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COMMUNITY CARE FACILITY. Any facility, place, or building that is maintained and
operated to provide nonmedical residential care, day treatment, adult day care, or foster
family agency services for children, adults, or children and adults, including, but not
limited to, the physically handicapped, mentally impaired, incompetent persons, and
abused or neglected children, and includes but is not limited to the following as defined
in Health and Safety Code Section 1502:

1. Residential facility

2. Adult day program

3. Therapeutic day services facility
Fosterfamthy-ageney
Fostertfamiby-home
Smal-famihy-home

Social rehabilitation facility

|~

|U1

. Community treatment facility

o

Full-service adoption agency
lial adont

7. Transitional shelter care facility

\‘

(o]

. Transitional housing placement facility

CONGREGATE LIVING HEALTH FACILITY (CLHF). As defined in Health and Safety
Code Section 1250. means
(1) A residential home with a capacity, except as provided in paragraph 3} (4), of
no more than 42 18 beds, that provides inpatient care, including the following
basic services: medical supervision, 24-hour skilled nursing and supportive
care, pharmacy, dietary, social, recreational, and at least one type of service
specified in paragraph (&) (2). The primary need of congregate living health
facility residents shall be for availability of skilled nursing care on a recurring,
intermittent, extended, or continuous basis. This care is generally less intense
than that provided in general acute care hospitals but more intense than that
provided in skilled nursing facilities.

) (2) Congregate living health facilities shall provide one of the following services:
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(A) Services for persons who are mentally alert, persons with
physical disabilities, who may be ventilator dependent.

(B) Services for persons who have a diagnosis of terminal illness, a
diagnosis of a life-threatening iliness, or both. Terminal iliness means
the individual has a life expectancy of six months or less as stated in
writing by his or her attending physician and surgeon. A ‘life-
threatening illness” means the individual has an illness that can lead
to a possibility of a termination of life within five years or less as
stated in writing by his or her attending physician and surgeon.

(C) Services for persons who are catastrophically and severely
disabled. A person who is catastrophically and severely disabled
means a person whose origin of disability was acquired through
trauma or nondegenerative neurologic illness, for whom it has been
determined that active rehabilitation would be beneficial and to whom
these services are being provided. Services offered by a congregate
living health facility to a person who is catastrophically disabled shall
include, but not be limited to, speech, physical, and occupational
therapy.

& (3) A congregate living health facility license shall specify which of the types of
persons described in paragraph &) (2) to whom a facility is licensed to provide

services.

3)>-(4) (A) A facility operated by a city and county for the purposes of
delivering services under this section may have a capacity of 59
beds.

(B) A congregate living health facility not operated by a city and
county servicing persons who are terminally ill, persons who have
been diagnosed with a life-threatening iliness, or both, that is located
in a county with a population of 500,000 or more persons, or located
in a county of the 16th class pursuant to Section 28020 of the
Government Code, may have not more than 25 beds for the purpose
of serving persons who are terminally ill.

(C) A congregate living health facility not operated by a city and
county serving persons who are catastrophically and severely
disabled, as defined in subparagraph (C) of paragraph (1) that is
located in a county of 500,000 or more persons may have not more
than 12 beds for the purpose of serving persons who are
catastrophically and severely disabled.

(5) A congregate living health facility shall have a non-institutional, homelike
environment.
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FIREWORKS. Any composition or device for the purpose of producing a visible or an
audible effect for entertainment purposes by combustion, deflagration or detonation that
meets the definition of 1.4G fireworks or 1.3G fireworks.

Note: Fireworks shall have the same meaning as defined in Health and Safety
Code Section 12511 and 12512 which has been reprinted as follows:
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Group C (CAMPS, ORGANIZED). An organized camp is a site with programs and
facilities established for the primary purpose of providing an outdoor group living
experience with social, spiritual, educational or recreational objectives, for five days or
more during one or more seasons of the year. See California Building Code Section 450,
Group C Occupancy.

Business Group B. Business Group B occupancy includes, among others, the use of a
building or structure, or a portion thereof, for office, professional or service-type
transactions, including storage of records and accounts. Business occupancies shall
include, but not be limited to, the following:

Airport traffic control towers

Ambulatory care facilities serving five or fewer patients (see Section 308-4-2
308.3.3, 1-2.1 for facilities serving more than five patients)

Uses other than Group H. An occupancy that stores, uses or handles hazardous
materials as described in
one or more of the following items shall not be classified as Group H, but shall be
classified as the occupancy that it most nearly resembles.
1. Buildings and structures occupied for the application of flammable finishes,
provided that such buildings or areas conform to the requirements of Section 416
and the International California Fire Code.

) | ;l E E F I I . I F. ; | i
15 17. [SFM] Group L occupancies defined in Section 453-%

Institutional Group I. Institutional Group | occupancy includes, among others, the use
of a building or structure, or a portion thereof, in which care or supervision is provided to
persons who are or are not capable of self-preservation without physical assistance or
in which persons are detained for penal or correctional purposes or in which the liberty
of the occupants is restricted. Institutional occupancies shall be classified as Group %,
I-2, 1-2.1, | -3 or I-4. Restraint shall not be permitted in any building except in Group 1-2
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occupancies constructed for such use in accordance with Section 407.1.1 and Group 1-3
occupancies constructed for such use, in accordance with Section 408.1.2.

Where occupancies house both ambulatory and non-ambulatory persons, the more
restrictive requirements shall apply.

Institutional Group I-2. Institutional Group I-2 occupancy shall include buildings and
structures used for medical care on a 24-hour basis for more than five persons who are
incapable of self-preservation or classified as non-ambulatory or bedridden. This group
shall include, but not be limited to, the following:

it
Detoxification facilities
Hospitals

Nursing homes
Psychiatric hospitals

Five or fewer persons receiving medical care. A facility with five or fewer
persons receiving medical care shall be classified as Group R-3.1 or shall
comply with the taternational-California Residential Code provided an
automatic sprinkler system is installed in accordance with Section 903.3.1.3 or
Section P2904 R313 of the Internationat California Residential Code.

Five or fewer persons receiving care in a dwelling unit. A facility such as the above
within a dwelling unit and having five or fewer persons receiving custodial care shall be
classified as a Group R-3.1 occupancy or shall comply with the internrational California
Residential Code.
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Residential Group R-3. Residential Group R-3 occupancies where the occupants are
primarily permanent in nature and not classified as Group R-1, R-2, R-2.1, R-3.1, R-4 or
l, including:

Buildings that do not contain more than two dwelling units.

Boarding houses (non-transient) with 16 or fewer occupants

Boarding houses (transient) with 10 or fewer occupants

Congregateliving-facilities Congregate residences (non-transient) with 16 or fewer

occupants.

Congregatelivingfaeiliies Congregate residences (transient) with 10 or fewer

occupants.
Lodging houses with five or fewer guest rooms

Adult care facilities that provide accommodations for six or fewer clients of any age
for less than 24 hours.

Licensing categories that may use this classification include Adult Day Programs.
Alcoholism or drug abuse recovery homes (ambulatory only)

Child care facilities that provide accommodations for six or fewer clients of any age
for less than 24 hours. Licensing categories that may use this classification include,
but are not limited to:

Day-Care Center for Mildly Ill Children,

Infant Care Center,

School Age Child Day-Care Center.

Family Day-Care Homes that provide accommodations for 14 or fewer children, in
the provider’'s own home for less than 24-hours.

e e
Adult care and child care facilities that are within a single-family home are
permitted to comply with the California Residential Code.
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Residential Group R-3.1 This occupancy group may include facilities licensed by a
governmental agency for a residentially based 24-hour care facility providing
accommodations for six or fewer clients of any age. Clients may be classified as
ambulatory, non-ambulatory or bedridden. A Group R-3.1 occupancy shall meet the
requirements for construction as defined for Group R-3, except as otherwise provided for
in Section 435 Special Provisions for Licensed 24-Hour Care Facilities in a Group R-2.1,
R-3.1 or R-4 Occupancy. This group may include:

Adult residential facilities
Congregate living health facilities
Foster family homes

Group homes

Intermediate care facilities for the developmentally disabled habilitative
Intermediate care facilities for the developmentally disabled nursing

Nurseries for the full-time care of children under the age of six, but not including
‘infants” as defined in Seetion-310_Chapter 2

Residential care facilities for the elderly (RCFES)
Small family homes and residential care facilities for the chronically ill

Exception: Group Homes licensed by the Department of Social Services
which provide nonmedical board, room and care for six or fewer ambulatory
children or children two years of age or younger, and which do not have any
non-ambulatory clients shall not be subject to regulations found in Section
435.

Pursuant to Health and Safety Code Section 13143 with respect to these exempted
facilities, no city, county or public district shall adopt or enforce any requirement for the
prevention of fire or for the protection of life and property against fire and panic unless the
requirement would be applicable to a structure regardless of the special occupancy.
Nothing shall restrict the application of state or local housing standards to such facilities
if the standards are applicable to residential occupancies and are not based on the use
of the structure as a facility for ambulatory children. For the purpose of this exception,
ambulatory children does not include relatives of the licensee or the licensee’s spouse.
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Residential Group R-4. Residential Group R-4 occupancy shall include buildings,
structures or portions thereof for more than six ambulatory clients, but not more than 16
persons, excluding staff, who reside on a 24-hour basis in a supervised residential
environment and receive custodial care. Buildings of Group R-4 shall be classified as one
of the occupancy conditions specified in Seetion—310.5-1-6+310-5:2. The persons
receiving care are capable of self-preservation. This group shall include, but not be limited
to, the following:

This occupancy classification may include a maximum six non-ambulatory or
bedridden clients (see Section 435 Special Provisions for Licensed 24-Hour Care

Facmtles ina Group R 2.1, R-3.1 or R-4 Occupancy). Greup-R-4-oceupanciesshall

Assisted living facilities such as:
Residential care facilities,
Residential care facilities for the elderly (RCFE),
Adult residential facilities,
Congregate living health facilities,
Group homes.

Social rehabilitation facilities such as:
Halfway houses,
Community correctional centers,
Community correction reentry centers,
Community treatment programs,
Work furlough programs,
Alcoholism or drug abuse recovery or treatment facilities.

Group R-4 occupancies shall meet the requirements for construction as defined for Group
R-3, except as otherwise provided for in this code.
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RESIDENTIAL CARE FACILITY FOR THE ELDERLY (RCFE). As defined in Health and
Safety Code Section 1569.2, shall mean a facility with a housing arrangement chosen
voluntarily by persons 60 years of age or over, or their authorized representative, where
varying levels and intensities of care and supervision, protective supervision or personal
care are provided, based on their varying needs, as determined in order to be admitted
and to remain in the facility. Persons under 60 years of age with compatible needs, as
determined by the Department of Social Services in regulations, may be allowed to be
admitted or retained in a residential-care facility for the elderly.

Pursuant to Health and Safety Code Section 13133, regulations of The State Fire Marshal
pertaining to Group R-2.1, Bivisien2 Occupancies classified as residential facilities (RF)
and residential care facilities for the elderly (RCFE) shall apply uniformly throughout the
state and no city, county, city and county, including a charter city or charter county, or fire
protection district shall adopt or enforce any ordinance or local rule or regulation relating
to fire and panic safety which is in consistent with these regulations. A city, county, city
and county, including a charter city or charter county may pursuant to Health and Safety
Code Section 13143.5, or a fire protection district may pursuant to Health and Safety
Code Section 13869.7, adopt standards more stringent than those adopted by The State
Fire Marshal that are reasonably necessary to accommodate local climate, geological, or
topographical conditions relating to roof coverings for residential-care facilities for the
elderly.

SMALL MANAGEMENT YARD. An exterior exercise yard within a Group I-3 prison used
for inmate exercise for a maximum of 2 hours per day, constructed in accordance with
California Building Code Section 408.15.

WILDLAND URBAN INTERFACE AREA (WUI. [SEM] (See California Building Code
Chapter 7A, Section 702A for defined term)

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government

DGS BSC TP-103 (Rev. 06/18) Final Express Terms November 29, 2018
Rulemaking file # - Part 9 - 2018/Tri Code Cycle Page 15 of 107 3-Part 9 Final ET 11-29-18
Office of the State Fire Marshal (OSFM)



STATE OF CALIFORNIA
BUILDING STANDARDS COMMISSION

Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204

[Chapter 6]

[The OSFM proposes to adopt Chapter 6 with the following amendments and
California regulations]

(Note: See Part 2 of this document for existing California amendments brought forward
from the 2016 California Fire Code for adoption into the 2019 California Fire Code without
change.)

604141 1203.1.5.1 High-rise buildings and Applicable Group I-2 occupancies (See

California Building Code section 403.1) having-occupied-floorstocatedmore-than
75feet-above-the lowest floortevel-havingbuilding—access. Emergency power

systems and standby power systems shall be designed to provide the required power for
a minimum duration of 6 hours without being refueled or recharged. The minimum
required fuel supply shall be maintained at all times.

[ Deleting the California amendment and adopting model code language 1203.2.6]

1203 2 6 Ga&de%eeﬂen—sys%ems Gas detectlon systems Emergeneyupewer—shau—lee

9165 Emergency power shaII be provrded for gas detectron systems where requrred by
Sections 1203.2.9 and 1203.2.16. Standby power shall be provided for gas detection
systems where required by Section 916.5.

1203.2.10 High-rise buildings and Applicable Group I-2 occupancies (See California

Building Code section 403.1) havirg—eccupiedfHoorstocatedmore-than—#5feet
above-thelowest floorlevel-having-butdingaceess: Standby power and emergency

power shall be provided for hlgh rrse burldrngs and applicable Group I 2 occupanues (See
CBC section 403.1)

leveLeHrreelepartmenWehreleaeeess as requwed in Sectlon 403 of the Calrfornla Burldrng
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Code, and shall be in accordance with Section 1203.

[ Deleting the California amendments for solar photovoltaic power systems and
adopting model code language in chapter 12]

1204.1 General. Solar photovoltaic systems shall be installed in accordance with
Sections 1204.2 through 1204.5, and the International California Building Code or
international California Residential Code. The electrical portion of solar PV systems
shall be installed in accordance with NFRA—70 California Electrical Code.
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605113 1204.3 Other than Group R-3 buildings. Access to systems for
buildings, other than those containing Group R-3 occupancies, shall be provided
in accordance with Sections 6051131 1204.3.1 through 6653133 1204.3.3.

Exception Exception: Where it is determined by the fire code official Where

it is determined by the fire code official that the roof configuration is similar to

that of a Group R-3 occupancy, the-fire-code-official-shall-be-permitted-to
alew-theresidential the residential access and ventilation requirements in

Seection-605-11-1-2 Sections 1204.2.1.1 through 1204.2.1.3 are a suitable
alternative.

6051131 Perimeterpathways: 1204.3.1 Perimeter pathways. There shall be a

minimum 6-foot-wide (1829 mm) clear perimeter around the edges of the roof.
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605-11-3-3-1204.3.3 Smoke ventilation. The solar installation shall be designed to
meet the following requirements:

wide-shal-be-provided-beordering-al-sides: Where non-gravity-operated smoke

and heat vents occur, a pathway not less than 4 feet (1219 mm) wide shall be
provided bordering all sides.

2. Smoke-ventilation-options-between ections-shallbe-one-ofthe follow

Smoke ventilation options between array sections shall be one of the following:

2.1 A-minimum-8-foet-wide(2438-mm)-pathway. A pathway not less
than 8 feet (2438 mm) wide.

2.2\Where-Where gravity-operated dropout smoke and heat vents
SEoop S e/ cnl e e LI D e e ce e OCCUE, &

pathway not less than 4 feet (1219 mm) wide on not fewer than one
side.

2.3 A minimum-4-—foot-wide-(1290-mm) pathway not less than 4 feet
(1219 mm) wide bordering 4-foot by 8-foot (1219 mm by 2438 mm)

venting cutouts every 20 feet (6096 mm) on alternating sides of the
pathway.

1204.4 Ground-mounted photovoltaic panel-systems panel systems. Ground-
mounted photovoltaic panel-systems panel systems shall comply with Section 1204.1
and this section. Setback requirements shall not apply to ground-mounted, free-
standing photovoltaic arrays. A clear, brush-free area of 10 feet (3048 mm) shall be
required for ground-mounted photovoltaic arrays.

[ Deleting the California amendment and adopting model code language]
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605.8 Refrigerant detection. Machinery rooms shall be-previded-with-be provided with
a refrigerant detector with an audible and wvisible visible alarm. Where-ammeoniais-used
as Where ammonia is used as the refrigerant-detection refrigerant, detection shall

comphy-with-HAR-2-comply with IIAR 2. For refrigerants other than ammonia, refrigerant

detection shall eemply-with-Seetion-666-8-1-comply with Section 605.8.1.

605.13 Mechanical ventilation exhaust. Exhaust from mechanical ventilation systems
serving refrigeration machinery rooms containing flammable, toxic or highly toxic
refrigerants, other than ammonia, capable of exceeding 25 percent of the LFL or 50
percent of the IDLH shall be equipped with approved treatment systems to reduce the
discharge concentrations to those values or lower.

Exception: Refrigeration systems containing Group A2L complying with Section
605.17.

605.16 Electrical equipment. Where refrigerant of Groups A2, A3, B2 and B3, as
defined in the trternational California Mechanical Code, are used, refrigeration
machinery rooms shall conform to the Class I, Division 2 hazardous location
classification requirements of NFRA—70 California Electrical Code.
Exceptions:
4. 1. Ammonia machinery rooms that are provided with ventilation in
accordance with Section 1106.3 of the International Mechanical Code.
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2. Machinery rooms for systems containing Group A2L refrigerants that
are provided with ventilation in accordance with Section 605.17.

FABLE 606143
Refrigerant Q (m ¥sec) Qlefm)
R32 154 32:600
R143a 136 28,700
R444A 6-46 13,700
R444B 106 22,400
R445A +83 16,600
R446A 239 50700
R447A 238 506,400
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R451A 7.04 15.000
R451B 7.05 15.000
R1234yf 7.80 16,600
R1234ze(E) 592 12,600

6079 606.8.5 Shunt trip. Where elevator hoist-ways or elevator machine rooms
containing elevator control equipment are protected with automatic sprinklers, a means
installed in accordance with NFPA 72, Section 21.4, Elevator Shutdown, shall be provided
to disconnect automatically the main line power supply to the affected elevator prior to
the application of water. This means shall not be self-resetting. The activation of sprinklers
outside the hoist-way or machine room shall not disconnect the main line power supply.

[ Deleting the California amendment and adopting model code language in

chapter 12]

BATFERY-STORAGESYSTEMIHRESHOLBDQUANTHES:

BATTERY-TECHNCLOCY

CARACITY- 2

Sodivm—all-types 20 KWh-(72 Megajo es)e
. b 20 KWh-(72 Megajoules)
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Exceptions:
1. Lead acid and nickel cadmium stationary storage battery systems.
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L. Hazasdousmatorals
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Flow-batteries > 660-KwWh Group-H-2 -
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Other battery technologies|200-KWh
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Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204
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[Chapter 7]

[The OSFM proposes to adopt Chapter 7 with the following amendments and
California regulations]

(Note: See Part 2 of this document for existing California amendments brought forward
from the 2016 California Fire Code for adoption into the 2019 California Fire Code without
change.)

SECTION 7058
EXTERIOR WALLS

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204

[Chapter 9]

[The OSFM proposes to adopt Chapter 9 with the following amendments and
California regulations.]

(Note: See Part 2 of this document for existing California amendments brought forward
from the 2016 California Fire Code for adoption into the 2019 California Fire Code without
change.)

905.3.1 Height. In other than Group R-3 and R-3.1 occupancies, class Il standpipe
systems shall be installed throughout at each floor where any of the following occur:

2 1. Buildings that are four or more stories in height
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4 2. Buildings where the floor level of the highest story is located more than 30 feet
(9144 mm) above the lowest level of fire department vehicle access.

3. Buildings where the floor level of the lowest story is located more than 30 feet
(9144 mm) below the highest level of fire department vehicle access.

4. Buildings that are two or more stories below grade plane. the-highest-level-of

Exceptions:
1....

904.12 Commercial cooking systems. Commercial cooking equipment that produces
grease laden vapors shall be provided with a Type | Hood, in accordance with the
California Mechanical Code, and an automatic fire extinguishing system that is listed
and labeled for its intended use as follows:

1. Wet chemical extinguishing system, complying with UL 300.

2. Carbon dioxide extinguishing systems.
3. Automatic fire sprinkler systems.

All existing dry chemical and wet chemical extinguishing systems shall comply
with UL 300.

Exception:
Public schools kitchens, without deep-fat fryers, shall be upgraded to a UL
300 compliant system during state funded modernization projects that are
under the jurisdiction of the Division of the State Architect.

All systems shall be installed in accordance with the California Mechanical Code,
appropriate adopted standards, their listing and the manufacturer's installation
instructions.

Exception: Factory-built commercial cooking recirculating systems that are
tested, listed, labeled and installed in accordance with UL 710B and the
California Mechanical Code.

904.13 Domestic cooking systems. Cooktops and ranges installed in the following
occupancies shall be protected in accordance with Section 904.13.1:
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1. In Group +% R-2.1 occupancies where domestic cooking facilities are installed
in accordance with Section 420.8.

2. In Group I-2 and 1-2.1, Cenditien-X occupancies where domestic cooking
facilities are installed in accordance with Section 407.2.6.

3. In Group R-2 college dormitories where domestic cooking facilities are
installed in accordance with Section 420.10.

907.2.5.1 Group H occupancies located above-the-10th-story on the 11" story and
above. Manual fire alarm boxes shall be required on each side of the 2-hour fire-smoke

barrier and at each exit abeve-the-10th-story on the 11" story and above.

907.10 Smoke alarm maintenance. Smoke alarms shall be tested and maintained in
accordance with the manufacturer’s instructions. Smoke alarms shall be replaced when
they fail to respond to operability tests, erwhen-they-exceed-10-yearsfrom-the-date-of
manufacture, unless an earlier replacement is specified in the manufacturer’s published
instructions.

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204

[Chapter 10]

1019.3 Occupancies other than Groups I-2, R-2-31-2.1, and I-3 and R-2.1. In
other than Group 1-2, I-2.1 and I-3 and R-2.1 occupancies, floor openings containing
exit access stairways or ramps that do not comply with one of the conditions listed in
this section shall be enclosed with a shaft enclosure constructed in accordance with
Section 713.

1. Exit access stairways and ramps that serve or atmospherically
communicate between only two stories. Such interconnected stories shall
not be open to other stories.

2. In Group R-1, R-2, R-2.1, er R-3 or R-3.1 occupancies, exit access
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stairways and ramps connecting four stories or less serving and contained
within an individual dwelling unit or sleeping unit or live/work unit.

3. Exit access stairways serving and contained within a Group R-3
congregate residence or a Group R-4 facility are not required to be
enclosed.

4, Exit access stairways and ramps in buildings equipped throughout with an

automatic sprinkler system in accordance with Section 903.3.1.1, where
the area of the vertical opening between stories does not exceed

twice the horizontal projected area of the stairway or ramp and the
opening is protected by a draft curtain and closely spaced sprinklers in
accordance with NFPA 13. In other than Group B and M occupancies, this
provision is limited to openings that do not connect more than four stories.

1023.2 Construction. Enclosures for interior exit stairways and ramps shall be
constructed as fire barriers in accordance with Section 707 of the Irternational
California Building Code or horizontal assemblies constructed in accordance with
Section711 of the nterrationat California Building Code, or both. Interior exit stairway
and ramp enclosures shall have a fire-resistance rating of not less than 2 hours where
connecting four stories or more and not less than 1 hour where connecting less than
four stories. The number of stories connected by the interior exit stairways or ramps
shall include any basements, but not any mezzanines. Interior exit stairways and ramps
enclosures shall have a fire-resistance rating not less than the floor assembly
penetrated, but need not exceed 2 hours.

Exceptions:
1. Interior exit stairways and ramps in Group I-3 occupancies in
accordance with the provisions of Section 408.3.8 of the International
California Building Code.

2. Interior exit stairways within an atrium enclosed in accordance with
Section 404.6 of the nterhational California Code.

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

[Chapter 38]

[ Deleting the California amendments and adopting model code language, which
has been relocated to Chapter 39]
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(Note: See Part 2 of this document for existing California amendments brought forward
from the 2016 California Fire Code for adoption into the 2019 California Fire Code without
change.)
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Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204

[Chapter 53]

[The OSFM proposes to adopt Chapter 53 with the following amendments and
California regulations]

(Note: See Part 2 of this document for existing California amendments brought forward
from the 2016 California Fire Code for adoption into the 2019 California Fire Code without
change.)

[ Deleting the California amendments for section 5307 and adopting model code
language]
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Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204

[Chapter 57]

[The OSFM proposes to adopt Chapter 57 with the following amendments and
California regulations]

(Note: See Part 2 of this document for existing California amendments brought forward
from the 2016 California Fire Code for adoption into the 2019 California Fire Code without
change.)

[ Deleting the California amendment and adopting model code language]
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[Appendix Chapter 4]

Appendix Chapter 4

435.3.3 Limitations seven or more clients. Group R-4 occupancies where non-
ambulatory clients are housed above the first story and there is more than 3,000 square
feet (279 m2) of floor area above the first story or housing not more than 16 clients above
the first story shall be constructed of not less than one-hour fire-resistance-rated
construction throughout.

435.3.4 Ambulatory and Non-ambulatory elderly clients. Group R-4 occupancies
housing non-ambulatory elderly clients shall be of not less than one-hour fire-
resistance-rated construction throughout.

435.8.7 Floor separation. Group R-3.1 occupancies with-nen-ambulatory-clients
housed-abeve-thefirst-floor shall be provided with a ren-fire resistance constructed floor

separation at stairs which will prevent smoke migration between floors. Such floor
separation shall have equivalent construction of 0.5-inch (12.7 mm) gypsum wallboard
on one side of wall framing.

Exceptions:

1. Occupancies with at least one exterior exit from floors occupied by clients.

2. Occupancies provided with automatic fire sprinkler systems complying with

Chapter 9.
SECHON437
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455.8 Exiting. See Section 161457 1006.2.2.7.

[Appendix O]
[Move the current California amendments to a new Appendix Letter O]
APPENDIX N-O

TEMPORARY HAUNTED HOUSES,
GHOST WALKS AND SIMILAR AMUSEMENT USES

ltem 2. Carbon Monoxide

[915.1]

915.1 General. Carbon monoxide detection shall be installed in new buildings in
accordance with Sections 915.1.1 through 915.7. Carbon monoxide detection
shall be installed in existing buildings in accordance with this section and Chapter
11 of the trternational California Fire Code.
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Pursuant to Health and Safety Code Section 17926, carbon monoxide detection
shall be installed in all existing Group R buildings as required in this section.

[915.2.3]

915.2.3 Group E occupancies. Carbon monoxide detectors shall be installed in
classrooms in Group E occupancies where classrooms include any of the
conditions identified in Sections 915.1.2 through 915.1.6. Carbon monoxide
alarm signals shall be automatically transmitted to an on-site location that is
staffed by school personnel.

Exception: Carbon monoxide alarm signals shall not be required to be
automatically transmitted to an on-site location that is staffed by school personnel
in Group E occupancies with an occupant load of 30 or less.

[915.4.2]

915.4.2 Listings. Residential Carbon monoxide alarms shall be listed in
accordance with UL 2034.

[1103.9]

1103.9 Carbon monoxide alarms. Carbon monoxide alarms shall be installed in
existing dwelling units and sleeping units where those units include any of the
conditions identified in Sections 915.1.2 through 915.1.6. The carbon monoxide
alarms shall be installed in the locations specified in Section 915.2 and the
installation shall be in accordance with Section 915.4.

Exceptions:

3. A carbon monoxide detection system in accordance with Section
915.5 shall be an acceptable alternative to carbon monoxide

alarms.
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[1103.9.1]

1103.9.1 Carbon monoxide detection in existing Group E buildings. For the
purposes of carbon monoxide detection, an existing Group E is a building
constructed before January 1, 2017. When an existing Group E occupancies has
a fossil, fuel burning furnace located inside the building the school is encouraged
to install carbon monoxide detection in accordance with the California Existing
Building Code.

No person shall install, market, distribute, offer for sale, or sell any carbon
monoxide device in the State of California unless the device and instructions
have been approved and listed by the Office of the State Fire Marshal.

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

Item 3. Tanks in Underground Areas Only

[5703.6.2.2]

5703.6.2.2 Below-grade or underground piping systems connected to a
tank in an underground area. Below-grade or underground piping systems that
are connected to a tank in an underground area shall have secondary
containment. The building, room or area in which the flammable or combustible
liquid is stored or located may be used as secondary containment if it meets the
containment and drainage methods as described in Section 5004.2.2.1.

All portions of below-grade and underground piping systems shall be monitored
for leaks by one of the following methods:
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1. Alisted or approved leak detection system that either activates an audible
and visual alarm or stops the flow of product when a leak is detected.

2. Direct visual inspection conducted monthly by designated personnel.

3. Indirect visual inspection conducted monthly through the use of, but not
limited to, mirrors, cameras or video equipment.

4. If the above methods cannot be met, an alternative means shall be provided
in accordance with Section 1.11.2.4.

Exceptions:_The provisions of Section 5703.6.2.2 shall not apply to the following
piping systems:

1. Piping systems connected to a tank in an underground area that is used
solely in connection with a fire pump or emergency system, legally
required standby system, or optional standby system as specified in
Health and Safety Code Section 25270.2(0)(1)(C)(iii).

2. Piping systems connected to a tank in an underground area that contains
petroleum to be used or previously used as a lubricant or coolant in a
motor engine or transmission or oil-filled operational equipment or oil-filled
manufacturing equipment, as described in Health and Safety Code
Section 25270.2(0)(1)(C)(i).

3. Piping systems connected to a petroleum hazardous waste tank in an
underground area that complies with the hazardous waste tank standards
pursuant to the California Code of Regulations, Title 22, Chapter 15,
Article 10 (commencing with Section 66265.190), and the facility has been
issued a unified program facility permit pursuant to Health and Safety
Code Section 25404.2 for generation, treatment, accumulation, or storage
of hazardous waste, as described in Health and Safety Code Section
25270.2(0)(1)(C)(ii).

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, 25270.4.1(a)
Reference(s): Health and Safety Code Section 25270.2(0)
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Item 4. WITHDRAWN

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

Item 5. L- Occupancy Work Group

[202 LABORATORY SUITE]
202
LABORATORY SUITE. [SFM] A laboratory suite is a Group L Occupancy space
within a building or structure, which may include multiple laboratories, offices,
storage, equipment rooms or similar support functions, where the aggregate
guantities of hazardous materials stored and used do not exceed the quantities
set forth in the California Building Code Table 453.7.3.1 (see the California
Building Code Section 453).

téoz Uses other than Group Hj

Uses other than Group H

- [SFM] Group

L occupancies defined in Section 4532

[903.2.16]

903.2.16 Group L occupancies. An automatic sprinkler system shall be installed
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throughout buildings housing Group L occupancies. Sprinkler systems design for
research-labeoratories-and-similarareas-of-a Group L occupancy shall be
designed for the square footage area of the L Occupancy based on an area of

sprinkler operation of 2, 500 square feet (232 m2) and design densﬁy of 0.20

In mixed occupancies, portions of floors erbuidings-net-classified-as-with

Group L occupancies, but not classified as Group L, shall be provided with

sprlnkler protectlon system per NFPA 13 deslgned—ef—net—less—than—tha{

[903.2.16.1]

903.2.16.1 Group L occupancies located abeve-the-10th-stery on the 11th
story and above. The automatic sprinkler system shall be designed and zoned

to provide separate indication upon water-flow for each side of the 2-hour fire-

smoke barrier abeve-the-10th-stery on the 11th story and above.

[903.2.5.4]

903.2.5.4 Group H occupancies located abeve-the-10th-stery on the 11th
story and above. The fire sprinkler system shall be designed and zoned to

provide separate indication upon water-flow for each side of the 2-hour fire-

smoke barrier abeve-the-10th-story on the 11th story and above.

[907.2.28]

907.2.28 Group L. A manual fire alarm system shall be installed throughout
buildings-eentaining having Group L occupancies.

When Group L occupancies are located in mixed use buildings, at least one
manual fire alarm box shall be located within the Group L occupancy.
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[907.2.28.1]

907.2.28.1 Group L occupancies located abeve-the10th-story on the 11t
story and above. Manual fire alarm boxes shall be required on each side of the

2-hour fire-smoke barrier and at each exit abeve-the-10th-stery on the 11t story
and above.

[907.6.4]

907.6.4 Zones. Fire alarm systems shall be divided into zones where required by
this section. For the purposes of annunciation and notification, zoning shall be in
accordance with the following:

1. Where the fire-protective signaling, system serves more than one
building, each building shall be considered as a separate zone.

2. Each floor of a building shall be considered as a separate zone.

3. Each section of floor of a building that is separated by fire walls or by
horizontal exits shall be considered as a separate zone.

4. Each zone shall not exceed 22,500 square feet (2090 m2). The length
of any zone shall not exceed 300 feet (91 440 mm) in any direction.

Exception: Automatic sprinkler system zones shall not exceed the
area permitted by NFPA 13.

5. For Group I-3 occupancies each cell complex shall be considered a
separate zone.

6. For Group H and L occupancies abeve-the-10th-story on the 11th story
and above, each side of the 2-hour fire-smoke barrier shall be considered

a separate zone.

7. Annunciation shall be further divided into zones where deemed
necessary by the enforcing agency.

[TABLE 1004.5]

TABLE 1004.5
MAXIMUM FLOOR AREA ALLOWANCES PER OCCUPANT
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Laboratory
Educational (K-12) 50 net
Laboratories, non-educational 100 net
Laboratory suite P 200 gross
[1006.2.1]
1006.2.1

SPACES WITH ONE EXIT OR EXIT ACCESS DOORWAY

\ L | See Section 453.6.1 | NP \ NP \ NP \

[TABLE 1006.3.3(2)]

TABLE 1006.3.3(2)
STORIES WITH ONE EXIT OR ACCESS TO ONE EXIT FOR OTHER OCCUPANCIES

[

MAXIMUM MAXIMUM COMMON
STORY OCCUPANCY OCCUPANT PATH OF EGRESS
LOAD PER TRAVEL DISTANCE (feet)
STORY
- o bel de b ABP EFP MU 49 5
irst story above or below grade plane H-2 H-3 3 25
H-4, H-5,1, R-1,R-2& C 10 7
gb, d 29 75
Second story above grade plane B.F. M. sd 29 75
Third story above grade plane and NP NA NA
higher

For SI: 1 foot = 304.8 mm.

NP = Not Permitted.

NA = Not Applicable.
a. Buildings classified as Group R-2 equipped throughout with an automatic
sprinkler system in accordance with Section 903.3.1.1 or 903.3.1.2 and provided
with emergency escape and rescue openings in accordance with Section 1030.
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b. Group B, F and S occupancies in buildings equipped throughout with an
automatic sprinkler system in accordance with Section 903.3.1.1 shall have a
maximum exit access travel distance of 100 feet.

c. This table is used for R-2 occupancies consisting of sleeping units. For R-2
occupancies consisting of dwelling units, use Table 1006.3.3(1).

d. The length of exit access travel distance in a Group S-2 open parking garage
shall be not more than 100 feet.

e. For L Occupancies see Section 453.6.1.

[TABLE 5003.1.1(1)]

TABLE 5003.1.1(1)

MAXIMUM ALLOWABLE QUANTITY PER CONTROL AREA OF HAZARDOUS
MATERIALS POSING A PHYSICAL HAZARD

(footnote in the table)

d. [SFM] In other than Group L occupancies, maximum allowable quantities shall
be increased 100 percent in buildings equipped throughout with an automatic
sprinkler system in accordance with Section 903.3.1.1. Where Note e also
applies, the increase for both notes shall be applied accumulatively. For Group L
Occupancies, refer to California Building Code Table 453.7.2.1 for approved
cabinets.

[TABLE 5003.1.1(2)]
TABLE 5003.1.1(2)
MAXIMUM ALLOWABLE QUANTITY PER CONTROL AREA OF HAZARDOUS
MATERIALS POSING A PHYSICAL HAZARD
(footnote in the table)

d. [SFM] In other than Group L occupancies, maximum allowable quantities shall
be increased 100 percent in buildings equipped throughout with an automatic
sprinkler system in accordance with Section 903.3.1.1. Where Note e also
applies, the increase for both notes shall be applied accumulatively. For Group L
Occupancies, refer to California Building Code Table 453.7.2.1 for approved

cabinets.
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Item 6. Higher Education Laboratories

[The chapter 38, Higher Education Laboratories, is to be removed in is entirety]

[Also, the related section to be changed:]

[202 Definitions]

[Uses other than Group H]

Uses other than Group H.

- [SFM] Group

L occupancies defined in Section 453-%

[5003.8.3]

5003.8.3 Control areas. Control areas shall comply with Sections 5003.8.3.1
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Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

Item 7 Gaseous H2 Mobile Fueling

[Table of Contents]

[Add new section in the Table of Contents of Chapter 58 as follows:]

Section

5801 General............ . 531
5802 Definitions . . . ... ... . . 531
5803 General Requirements . . ................... 531
5804 Storage . . ... 532
5805 USe . ... 532
5806 Flammable Cryogenic Fluids . . .. ............ 532

5807 Metal Hydride Storage Systems. .. ............ 533
5308 Hydrogen Fuel GasRooms .................. 534
5809 Mobile Fueling of Hydrogen-Fueled Vehicles .... 535
[105.6.17.1]

[Add new required operational permits sub-section 105.6.17.1 Mobile fueling of
hydrogen-fueled vehicles:]

105.6.17.1 Mobile fueling of hydrogen-fueled vehicles. An operational permit
is required:

1. To engage in the mobile dispensing of gaseous hydrogen as a fuel into
the fuel tanks of motor vehicles.
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2. Where required by the fire code official, to utilize a site for the
dispensing of gaseous hydrogen as a fuel from tank vehicles into the fuel
tanks of motor vehicles.

Exception: In cases of an emergency, a site permit is not required.

[Section 202]

[Add new definition to Section 202 General Definitions as follows:]

HYDROGEN-FUELED VEHICLES. Hydrogen-fueled vehicles are motor vehicles
having compressed hydrogen fuel storage tanks on-board and using hydrogen
fuel directly or indirectly for the motor vehicle propulsion. Hydrogen-fueled
vehicles include fuel cell electric vehicles, battery electric vehicles with fuel cell
range extender and internal combustion engine vehicles.

[Modify the definition of Mobile Fueling in Section 202 General Definitions as
follows:]

MOBILE FUELING. The operation of dispensing liquid and gaseous fuels from
tank vehicles into the fuel tanks of motor vehicles. Mobile fueling may also be
known by the terms “Mobile fleet fueling,” and for conventional liquid fuels as
“‘Wet fueling” and “Wet hosing.”

ROADSIDE HYDROGEN SERVICE VEHICLES. Approved vehicles used for
dispensing of compressed gaseous hydrogen at partial pressure into the fuel
tanks of hydrogen-fueled vehicles from on-board hydrogen supply tanks.

[5801.1]

[Add new text to Section 58 as follows:]

5801.1 Scope. The storage and use of flammable gases and flammable
cryogenic fluids shall be in accordance with this chapter, NFPA 2 and NFPA 55.
Compressed gases shall also comply with Chapter 53 and cryogenic fluids shall
also comply with Chapter 55. Flammable cryogenic fluids shall comply with
Section 5806. Hydrogen motor fuel-dispensing stations and repair garages and
their associated above-ground hydrogen storage systems shall also be designed,
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constructed and maintained in accordance with Chapter 23 and NFPA 2. Mobile
fueling of hydrogen-fueled vehicles shall comply with Section 5809.

Exceptions:
1. Gases used as refrigerants in refrigeration systems (see Section

605).

2. Liquefied petroleum gases and natural gases regulated by
Chapter 61.

3. Fuel-gas systems and appliances regulated under the
international-Fuel-Gas-Cede California Mechanical and the
California Plumbing Code other than gaseous hydrogen systems
and appliances.

4. Pyrophoric gases in accordance with Chapter 64.

[5809- New Section]
[Add new Section 5809 as follows:]

SECTION 5809
MOBILE GASEOUS FUELING OF HYDROGEN FUELED VEHICLES

5809.1 General. Mobile fueling of gaseous hydrogen into the fuel tanks of hydrogen-
fueled vehicles shall comply with Sections 5809.1 through 5809.6. Mobile fueling of
liquid hydrogen is prohibited.

5809.1.1 Approval required. Mobile hydrogen fueling operations shall not be
conducted without first obtaining a permit and approval from the fire code official.
Mobile hydrogen fueling operations shall occur only at approved locations within
the jurisdiction.

5809.2 Roadside service vehicles. Roadside hydrogen service vehicles shall comply
with the following:

1. Roadside hydrogen service vehicles and hydrogen supply tanks shall comply
with U.S. DOT requirements for the transportation of hydrogen gas.

2. Individual hydrogen fuel supply tanks installed on roadside hydrogen service
vehicles shall have a maximum individual fuel capacity of 1,270 cubic feet (3
ka) of hydrogen.
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3. The maximum aggregate amount of all hydrogen fuel in the supply tanks of
roadside hydrogen service vehicles shall not exceed 4,233 cubic feet (10 kq)

of hydrogen.

4. The roadside hydrogen service vehicle shall comply with all local, state and
federal requirements.

5. The vehicle and its equipment shall be maintained in good repair.

5809.3 Required Documents. Documents developed to comply with Sections 5809.3.1
through 5809.3.4 shall be submitted to the fire code official prior to approval of the
permit application to conduct mobile gaseous hydrogen fueling operations. The required
documents shall be maintained and updated when necessary by the permittee. Any
modifications to an approved plan shall be submitted as heeded and made available to
the fire code official for review and approval.

5809.3.1. Safety and emergency response plan. The owner of a mobile
hydrogen fueling operation shall develop a written safety and emergency
response plan that:

1. Establishes policies and procedures for fire safety, hydrogen leak
prevention and control, personnel training and compliance with other
applicable requirements of this code; and

2. Demonstrates readiness to respond to a hydrogen leak and carry out
appropriate mitigation measures.

5809.3.2. Standard operating procedures. The owner of a mobile hydrogen
fueling operation shall develop a written fueling standard operating procedure

(SOP) that:

1. Clearly and unambiguously describes the sequence of steps that a
roadside gaseous hydrogen service vehicle operator needs to take to
ensure safety of gaseous hydrogen fueling and compliance with the
fueling protocol requirements;

2. Establishes a fueling protocol that is consistent with applicable
requirements of a recognized national standard such as SAE J2601.
Compliance with these requirements shall be demonstrated by a valid test
record from an independent third party such as a recognized hydrogen-
fueled vehicle OEM (Original Equipment Manufacturer).

5809.3.3 Training records. Persons performing dispensing operations shall be
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qualified to deliver and dispense gaseous hydrogen fuels and shall be trained in
these standards that are being created, the equipment manufacturer’s training
and the appropriate mitigating actions in the event of a fire or a hydrogen leak
prior to beginning the dispensing operations. Re-training shall be performed
periodically, but no less frequent than annually. Training records shall be
maintained by the dispensing company and made available to the fire code
official upon request.

5809.3.4 Site plan. Where required by the fire code official for other than
emergency roadside service, a site plan shall be developed for each location at
which mobile gaseous hydrogen fueling occurs. The site plan shall be in
sufficient detail to indicate: all buildings, structures, lot lines, property lines and
appurtenances on site and their use and function, and the scale of the site plan.

5809.4 Mobile hydrogen fueling areas. Areas where mobile hydrogen fueling is
allowed shall comply with Sections 5809.4.1 through 5809.4.3.

5809.4.1 Prohibited locations. Mobile hydrogen fueling shall not occur on public
streets, public ways or inside buildings. Fueling on the roof level of parking
structures or other buildings is prohibited.

Exception: Fueling hydrogen-fueled vehicles on a public street during a
roadside emergency.

5809.4.2 Separation. The point of connection between the roadside hydrogen
service vehicle and the hydrogen-fuel vehicle shall not be less than 15 feet (4572
mm) from buildings, property lines or combustible storage.

5809.4.3 Sources of ignition. Smoking, open flames, and other sources of
ignition, including un-rated electrical equipment, shall be prohibited within 25 feet
(7620 mm) of fuel dispensing activities. Signs prohibiting smoking or open flames
within 25 feet (7620 mm) of the vehicle or the point of fueling shall be prominently
posted on the mobile fueling vehicle. The engines of vehicles being fueled shall
be shut off during fueling.

5809.5 Equipment. Mobile hydrogen fueling equipment shall comply with Sections
5809.5.1 through 5809.5.4.

5809.5.1 Listed equipment. Roadside hydrogen service vehicle fuel
dispensing equipment and appurtenances shall be listed or approved by a
recognized third party for its intended use.

5809.5.2 Dispensing hose. The dispensing hose shall be equipped with a
breakaway coupling installed within 3 feet (1 m) from the dispensing nozzle.

5809.5.3. Hose reel. The dispensing hose shall be properly placed on an
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approved reel or in an approved compartment before moving the roadside
hydrogen service vehicle.

5809.5.4 Pressure limit. Only dispensing of compressed gaseous hydrogen at
partial pressure into the fuel tanks of hydrogen-fueled vehicles from on-board
hydrogen supply tanks is allowed.

5809.6 Operations. Mobile hydrogen fueling operations shall comply with Sections
5809.6.1 through 5809.6.6.

5809.6.1 Attendance. Roadside hydrogen service vehicles shall be constantly
attended during fueling operations.

5809.6.2 Bonding cable. A bonding cable shall be securely connected between
the mobile fueling vehicle and the fueled vehicle prior to the start of the
dispensing operation.

5809.6.3 Positioning of fueling vehicle. Roadside hydrogen service vehicles
shall be positioned with respect to vehicles being fueled to prevent traffic from
driving over the delivery hose and between the transport vehicle and motor
vehicle being fueled.

5809.6.4 Brakes. During fueling operations, mobile fueling vehicles brakes shall
be set, chock blocks shall be in place and warning lights shall be in operation.

5809.6.5 Fire extinguisher. A portable fire extinguisher with a minimum rating of
40: BC shall be provided on the mobile, roadside service hydrogen fueling
vehicle with signage clearly indicating its location.

5809.6.6 Emergency communication device. Operators of mobile, roadside
service hydrogen fueling vehicles shall have in their possession at all times an
emergency communication device to notify the proper authorities in the event of
an emergency during fueling.

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.
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ltem 8. I-3 Occupancy

[804.3.3.1]

804.3.3.1 Test requirement. In all occupancies, interior floor finish and interior

floor covering materials shall comply with the requirements of ASTM Standard E
648, and having a specific optical density smoke rating not to exceed 450 per
ASTM E662. For Group I-3 occupancies and Group I-2 areas where patients are
restrained, see Section 804.3.3.3.

[804.3.3.2]

804.3.3.2 Minimum critical radiant flux. In all occupancies, interior floor finish
and floor covering materials in enclosures for stairways and ramps, exit
passageways, corridors and rooms or spaces not separated from corridors by
partitions extending from the floor to the underside of the ceiling shall withstand a
minimum critical radiant flux. The minimum critical radiant flux shall be not less
than Class | in Groups I-2, 1-3 areas where restraint is not used and R-2.1 and
not less than Class Il in Groups A, B, E, H, I-2.1, |- 4, M, R-1, R-2, R-2.2 and S.

Exception: Where a building is equipped throughout with an automatic
sprinkler system in accordance with Section 903.3.1.1 or 903.3.1.2, Class
Il materials are permitted in any area where Class | materials are required,
and materials complying with ASTM Standard E648, and having a specific
optical density smoke rating not to exceed 450 per ASTM E662 are
permitted in any area where Class Il materials are required.

For Group -3 areas occupied by inmates or Group I-2 areas where patients are
restrained, see Section 804.4.3.

[804.3.3.3]

804.3.3.3 Group |-2 and Group I-3 floor surfaces. Interior floor finish and floor
coverings occupied by inmates or patients whose personal liberties are
restrained shall be noncombustible.
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Carpet or other floor covering materials may be used in areas protected by an
automatic sprinkler system installed throughout in accordance with Section
903.3.1.1. Carpet or other floor coverings shall comply with the requirements of
ASTM Standard E648; the minimum critical radiant flux shall be not less than
Class | and the specific optical density smoke rating shall not exceed 450 per
ASTM E662. Carpeting and carpet padding shall be tested as a unit in
accordance with floor covering radiant panel test meeting class 1 and has a
critical radiant flux limit of not less than 0.45 watt per centimeter square. The
carpeting and padding shall be identified by a hang-tag or other suitable method
as to manufacturer and style and shall indicate the classification of the material
based on the limits set forth above.

[905.3.10]

905.3.10 Group 1-3. A Housing units Pod within eell-cemplexes Housing Units
where 50 or more inmates are restrained, shall be provided with Class | wet
standpipes. In addition, Class | wet standpipes shall he located so that it will not
be necessary to extend hose lines through interlocking security doors and any
doors in smoke-barrier walls, horizontal fire walls or fire barrier walls. Standpipes
located in eell-eemplexes Housing Units may be placed in secured pipe chases.

[Table 1004.5- WITHDRAWN]

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

Item 9. Table 1004.5 -WITHDRAWN

Notation
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13110, 13114, 13143,
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13143.2, 13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545,
Government Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

ltem 10. Stairway Capacity

[1005.3.1]

1005.3.1 Stairways. The capacity, in inches, of means of egress stairways shall
be calculated by multiplying the occupant load served by such stairways by a
means of egress capacity factor of 0.3 inch (7.6 mm) per occupant. Where
stairways serve more than one story, only the occupant load of each story
considered individually shall be used in calculating the required capacity of the
stairways serving that story.

Exceptions:

1. For other than Group H and I-2 occupancies, the capacity, in inches, of
means of egress stairways shall be calculated by multiplying the occupant
load served by such stairways by a means of egress capacity factor of 0.2
inch (5.1 mm) per occupant in buildings equipped throughout with an
automatic sprinkler system installed in accordance with Section 903.3.1.1
or 903.3.1.2 and an emergency voice/alarm communication system in
accordance with Section 907.5.2.2.

2. Facilities with smoke-protected assembly seating shall be permitted to
use the capacity factors in Table 1029.6.2 indicated for stepped aisles for
exit access or exit stairways where the entire path for means of egress
from the seating to the exit discharge is provided with a smoke control
system complying with Section 909.

3. Facilities with open-air assembly seating shall be permitted to the
capacity factors in Section 1029.6.3 indicated for stepped aisles for exit
access or exit stairways where the entire path for means of egress from
the seating to the exit discharge is open to the outdoors.

4.For Group H-1, H-2, H-3 and H-4 occupancies the total width of means of
egress in inches (mm) shall not be less than the total occupant load served
by the means of egress multiplied by 0.7 inches (7.62 mm) per occupant.
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[1005.3.2]

1005.3.2 Other egress components. The capacity, in inches, of means of
egress components other than stairways shall be calculated by multiplying the
occupant load served by such component by a means of egress capacity factor
of 0.2 inch (5.1 mm) per occupant.

Exceptions:
1. For other than Group H and I-2 occupancies, the capacity, in
inches, of means of egress components other than stairways shall
be calculated by multiplying the occupant load served by such
component by a means of egress capacity factor of 0.15 inch (3.8
mm) per occupant in buildings equipped throughout with an
automatic sprinkler system installed in accordance with Section
903.3.1.1 or 903.3.1.2 and an emergency voice/alarm
communication system in accordance with Section 907.5.2.2.

2. Facilities with smoke-protected assembly seating shall be
permitted to use the capacity factors in Table 1029.6.2 indicated for
level or ramped aisles for means of egress components other than
stairways where the entire path for means of egress from the
seating to the exit discharge is provided with a smoke control
system complying with Section 909.

3. Facilities with open-air assembly seating shall be permitted to the
capacity factors in Section 1029.6.3 indicated for level or ramped
aisles for means of egress components other than stairways where
the entire path for means of egress from the seating to the exit
discharge is open to the outdoors.

4. For Group H-1, H-2, H-3 and H-4 occupancies the total width of
means of egress in inches (mm) shall not be less than the total
occupant load served by the means of egress multiplied by 0.4
inches (5.08 111m) per occupant.

| : e il . _

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
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Code Sections 4201 through 4204.

Item 11. Class A Wiring in High-rise buildings

[907.6.1.1]

907.6.1.1 High-rise buildings. Wiring for fire alarm network communication

circuits between multiple-control units sigralinrg-tine-—cireuits-nitiating-eiredits-and
notification-cireuits-in-high-rise-buildings shall be in accordance with the following:

1. Class A or Class X installed in accordance with NFPA 72.

device-

2. Installed in E-enclosed i continuous metallic raceways in accordance
with the California Electrical Code.

ion: : : ,
Exception:Metaliccable {MC)-shalt-be permitied-for fire alarm
netlll_eatllan clreits "l".ll'.e'.e continuous-metallicraceways-are-hot

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

ltem 12. NFPA 13 Waterflow test

[Chapter 80 NFPA 13 section 23.2.1.1]

[Revise Section 23.2.1.1 as follows:]
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23.2.1.1* Where a waterflow test is used for the purposes of system design, the
test shall be conducted no more than 32 6 months prior to working plan submittal
unless otherwise approved by the authority having jurisdiction.

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

ltem 13. OSHPD I-2 and 1-2.1

CHAPTER 2
DEFINITIONS

[CARE SUITE]

CARE SUITE. In Group I-2 or 1-2.1 occupancies, a group of treatment rooms,
care recipient sleeping rooms and the support rooms or spaces and circulation
space within the suite where staff are in attendance for supervision of all care
recipients within the suite, and the suite is in compliance with the requirements of
Section 407.4.4.

[NON-PATIENT-CARE SUITE]

NON-PATIENT-CARE SUITE. In Group I-2 or I-2.1 occupancies, a group of
rooms or spaces within a suite for use as administrative, business and
professional offices.

CHAPTER 9
FIRE PROTECTION AND LIFE SAFETY SYSTEMS
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[907.5.1]

907.5.1 Pre-signal feature. A pre-signal feature shall not be installed unless
approved by the fire code official. Where a pre-signal feature is provided, a signal
shall be annunciated at a constantly attended location approved by the fire code
official, so that occupant notification can be activated in the event of fire or other
emergency.

Exception: A pre-signal feature shall not be permitted to be installed in a
Group 1-2, 1-2.1 or R-2.1 occupancy.

[907.5.2.2]

907.5.2.2 Emergency voice/alarm communication systems. Emergency
voice/alarm communication systems required by this code shall be designed and
installed in accordance with NFPA 72. The operation of any automatic fire
detector, sprinkler waterflow device or manual fire alarm box shall automatically
sound an alert tone followed by voice instructions giving approved information
and directions for a general or staged evacuation in accordance with the
building’s fire safety and evacuation plans required by Section 404. In high-rise
buildings and Group I-2 occupancies having occupied floors located more than
75 feet above the lowest level of fire department vehicle access, the system shall
operate on at least the alarming floor, the floor above and the floor below.
Speakers shall be provided throughout the building by paging zones. At a
minimum, paging zones shall be provided as follows:

1. Elevator groups.

2. Interior exit stairways.

3. Each floor.

4. Areas of refuge as defined in Chapter 2.

Exception: In Group I-2 and I-2.1 occupancies, where in accordance with
Section 907.5.2.5, audible fire alarm notification devices are not provided,
upon receipt of an alarm at a constantly attended location, a general
occupant notification shall be broadcast over the public-address system.

[907.5.2.5]

907.5.2.5 Groups I-2 and 1-2.1. Audible appliances shall be used in nonpatient
areas. Visible appliances are allowed to be used in lieu of audible appliances in
patient occupied areas. Audible appliances located in patient areas shall be only
chimes or similar sounding appliances for alerting staff.
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Where audible fire alarm notification devices are not provided, upon receipt of an
alarm at a constantly attended location, a general occupant naotification shall be
broadcast over the public-address system.

In occupancies housing non-ambulatory persons where restraint is practiced,
staff and attendants shall be provided and housed or located in such a manner
that such supervisory personnel will also be alerted upon activation of the fire
alarm system or any detector required by this section.

[909.5.3]

909.5.3 Opening protection. Openings in smoke barriers shall be protected by
self—elosing-deviees automatic closing devices actuated by the required controls
for the mechanical smoke control system. Door openings shall be protected by
fire door assemblies complying with Section 716.

[909.5.3.1]

909.5.3.1 Group I-2, I-2.1, R-2.1, and ambulatory care facilities. In Group I-2,
I-2.1, R-2.1, and ambulatory care facilities, where doors are installed across a
corridor, the doors shall be automatic-closing by smoke detection in accordance
with Section 716.2.6.5 6 and shall have a vision panel with fire-protection-rated
glazing materials in fire protection-rated frames, the area of which shall not
exceed that tested. In Group 1-2, where swinging doors are installed across a
corridor, such doors shall be opposite swinging pairs.

CHAPTER 10
MEANS OF EGRESS

[1006.2.1]

1006.2.1 Egress based on occupant load and common path of egress travel
distance. Two exits or exit access doorways from any space shall be provided
where the design occupant load or the common path of egress travel distance
exceeds the values listed in Table 1006.2.1. The cumulative occupant load from
adjacent rooms, areas or spaces shall be determined in accordance with Section
1004.2.

Exceptions:

1. The number of exits from foyers, lobbies, vestibules or similar
spaces need not be based on cumulative occupant loads for areas
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discharging through such spaces, but the capacity of the exits from
such spaces shall be based on applicable cumulative occupant
loads.

2. Rooms and care suites in Group I-2 and I-2.1 occupancies
complying with Section 407.4.

3. In detention and correctional facilities and holding cells, such as
are found in courthouse buildings, when the occupant load is more
than 20 see Section 408.3.11.

[TABLE 1006.2.1]

TABLE 1006.2.1 SPACES WITH ONE EXIT OR EXIT ACCESS DOORWAY
[Table not shown]

Notes:

a. Buildings equipped throughout with an automatic sprinkler system in
accordance with Section 903.3.1.1 or 903.3.1.2. See Section 903 for
occupancies where automatic sprinkler systems are permitted in
accordance with Section 903.3.1.2

b. Group H occupancies equipped throughout with an automatic sprinkler
system in accordance with Section 903.2.5.

c. For a room or space used for assembly purposes having fixed seating,
see Section 1029.8.

d. For the travel distance limitations and number of exit and exit access
requirements for rooms and spaces in Group I- 2 or I-2.1, see Section
407.4.

e. The common path of egress travel distance shall only apply in a Group R-
3 occupancy located in a mixed occupancy building.

f. The length of common path of egress travel distance in a Group S-2 open
parking garage shall be not more than 100 feet.

g. For the travel distance limitations in Group R-3 and R-4 equipped
throughout with an automatic sprinkler system in accordance with Section
903.3.1.3, see Section 1006.2.2.6.

h. For holding cells, see Section 408.3.11.
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[1008.3.2]

1008.3.2 Buildings. In the event of power supply failure in buildings that require two
or more means of egress, an emergency electrical system shall automatically
illuminate all of the following areas:

1. Interior exit access stairways and ramps.

2. Interior and exterior exit stairways and ramps.

3. Exit passageways.

4. Vestibules and areas on the level of discharge used for exit discharge in
accordance with Section 1028.1.

5. Exterior landings as required by Section 1010.1.6 for exit doorways that lead
directly to the exit discharge.

6. Group I-2 and 1-2.1 exit discharge stairways, ramps, aisles, walkways and
escalators leading to a public way or to a safe dispersal area in accordance with
Section 1028.5.

[1010.1.1.1]

1010.1.1.1 Projections into clear width. There shall not be projections into the
required clear opening width lower than 34 inches (864 mm) above the floor or
ground. Projections into the clear opening width between 34 inches (864 mm)
and 80 inches (2032 mm) above the floor or ground shall not exceed 4 inches

(202 mm).
Exceptions:
1. Door closers and door stops shall be permitted to be 78 inches
(21980 mm) minimum above the floor.
2. Ina Group I-2 or 1-2.1 occupancy, there shall be no projections into
the clear width of doors used for the movement of beds and
stretcher patients in the means of egress.
[1020.1]
1020.1 Construction. Corridors shall be fire-resistance rated in accordance with
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Table 1020.1. The corridor walls required to be fire-resistance rated shall comply
with Section 708 for fire partitions.

Exceptions:

1. A fire-resistance rating is not required for corridors in an
occupancy in Group E where each room that is used for instruction
has not less than one door opening directly to the exterior and
rooms for assembly purposes have not less than one-half of the
required means of egress doors opening directly to the exterior.
Exterior doors specified in this exception are required to be at
ground level.

2. A fire-resistance rating is not required for corridors contained
within a dwelling unit or sleeping unit in an occupancy in Groupst-%
and R.

3. A fire-resistance rating is not required for corridors in open
parking garages.

4. A fire-resistance rating is not required for corridors in an
occupancy in Group B that is a space requiring only a single means
of egress complying with Section 1006.2.

5. Corridors adjacent to the exterior walls of buildings shall be
permitted to have unprotected openings on unrated exterior walls
where unrated walls are permitted by Table 602 and unprotected
openings are permitted by Table 705.8.

6. A fire-resistance rating is not required for corridors within suites

in a Group I-2 or I-2.1 constructed in accordance with Section
407.4.4 -5; or 4074-4-6 or 407.4.5.

[1024.6]

1024.6 Penetrations. Penetrations into or through an exit passageway are
prohibited except for the following:

1. Equipment and ductwork necessary for independent ventilation or
pressurization.

2. Fire protection systems.

3. Security systems.
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4. Two-way communication systems.
5. Electrical raceway for fire department communication.

6. Electrical raceway serving the exit passageway and terminating at a
steel box not exceeding 16 square inches (0.010 m2).

Such penetrations shall be protected in accordance with Section 714. There shall
not be penetrations or communicating openings, whether protected or not,
between adjacent exit passageways.

Exception: Membrane penetrations shall be permitted on the outside of
the exit passageway. Such penetrations shall be protected in accordance
with Section 714.4.2.

CHAPTER 80
REFERENCED STANDARDS

[NFPA 72-2016 23.8.1.2.1.1]

NFPA 72-2016
23.8.1.2.1.1 The positive alarm sequence operation shall comply with the
following:

() To initiate the positive alarm sequence operation, the signal from an
automatic fire detection device selected for positive alarm sequence operation
shall be acknowledged at the fire alarm control unit by trained personnel within 5
seconds of annunciation.

(2) If the signal is not acknowledged within 15 seconds, notification signals in
accordance with the building evacuation or relocation plan and remote signals
shall be automatically and immediately activated.

(3) If the positive alarm sequence operation is initiated in accordance with
23.8.1.2.1.1(1), trained personnel shall have an alarm investigation phase of up
to 180 seconds to evaluate the fire condition and reset the system.

(4) If the system is not reset during the alarm investigation phase, notification
signals in accordance with the building evacuation or relocation plan and remote
signals shall be automatically and immediately activated.

(5) If a second automatic fire detector selected for positive alarm sequence is
actuated during the alarm investigation phase, notification signals in accordance
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with the building evacuation or relocation plan and remote signals shall be
automatically and immediately activated.

(6) *If any other fire alarm initiating device is actuated, notification signals in
accordance with the building evacuation or relocation plan and remote signals
shall be automatically and immediately activated.

(7) Operation of a patient room smoke detector in Group 1-2, and R-2.1
occupancies shall not include a positive alarm sequence feature.

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

Item 14. R-2.1 Emergency Escape and Rescue Openings

[1030.1]

1030.1 General. In addition to the means of egress required by this chapter,
emergency escape and rescue openings shall be provided in the following
occupancies:

1. Group R-2 occupancies located in stories with only one exit or access
to only one exit as permitted by Tables 1006.3.3(1) and 1006.3.3(2).

2. Group R-3 and R-4 occupancies.

Basements and sleeping rooms below the fourth story above grade plane shall
have not fewer than one exterior emergency escape and rescue opening in
accordance with this section. Where basements contain one or more sleeping
rooms, emergency escape and rescue openings shall be required in each
sleeping room, but shall not be required in adjoining areas of the basement. Such
openings shall open directly into a public way or to a yard or court that opens to a

public way.
Exceptions:
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1. In Groups R-1 and R-2 occupancies constructed of Type I, Type
lIA, Type llIA or Type IV construction equipped throughout with an
approved automatic sprinkler system in accordance with Section
903.3.1.1.

2.Group R-2.1 Occupancies, meeting the requirements for
delayed egress in accordance with Section 1010.1.9.8 may have
operable windows that are breakable in sleeping rooms
permanently restricted to a maximum of 4-inch open position.

13. Basements with a ceiling height of less than 80 inches (2032
mm) shall not be required to have emergency escape and rescue
openings.

24. Emergency escape and rescue openings are not required from
basements or sleeping rooms that have an exit door or exit access
door that opens directly into a public way or to a yard, court or
exterior exit balcony that opens to a public way.

35. Basements without habitable spaces and having not more than
200 square feet (18.6 m2) in floor area shall not be required to have
emergency escape and rescue openings.

46. Within individual dwelling and sleeping units in Groups R-2 and
R-3, where the building is equipped throughout with an automatic
sprinkler system installed in accordance with Section 903.3.1.1,
903.3.1.2 or 903.3.1.3, sleeping rooms in basements shall not be
required to have emergency escape and rescue openings provided
that the basement has one of the following:

4-16.1. One means of egress and one emergency escape
and rescue opening.

4.26.2. Two means of egress.

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.
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ltem 15. R-2.2 Based on SB112

[Chapter 2 Definitions:]

Community Correctional Reentry Centers - California Department of
Corrections and Rehabilitation (CDCR) - community-located facilities that
provide housing and transitional rehabilitative or community-based programing
services for ambulatory inmates. CDCR Program services assist with substance
use disorder treatment, employment, education, family reunification, and social
support. Program participants remain under the jurisdiction of CDCR, are
monitored by CDCR staff and supervised by CDCR approved/contracted
program providers 24/7. The facilities include residential living, food services,
administrative and program functional spaces in a non-licensed 24 hr. facility.

[Residential Group R-2.2]

Residential Group R-2.2 (CDCR Only). Residential occupancies operated by
CDCR in a community located facility that provides housing and community
based program services for non-transient ambulatory participants in a non-
licensed facility with 24/7 supervision Community Correctional Reentry Centers.

[Residential Group R-3]

Residential Group R-3. Residential Group R-3 occupancies where the
occupants are primarily permanent in nature and not classified as
Group R-1, R-2, R-2.1, R-2.2, R-3.1, R-4 or |, including:

[804.3.3.2]

804.3.3.2 Minimum critical radiant flux. In all occupancies, interior floor finish
and floor covering materials in enclosures for stairways and ramps, exit
passageways, corridors and rooms or spaces not separated from corridors by
partitions extending from the floor to the underside of the ceiling shall withstand a
minimum critical radiant flux. The minimum critical radiant flux shall be not less
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than Class | in Groups I-2, 1-3 areas where restraint is not used and R-2.1 and
not less than Class Il in Groups A, B, E, H, I-2.1, |- 4, M, R-1, R-2, R-2.2 and S.

Exception: Where a building is equipped throughout with an automatic
sprinkler system in accordance with Section 903.3.1.1 or 903.3.1.2, Class
Il materials are permitted in any area where Class | materials are required,
and materials complying with ASTM Standard E648, and having a specific
optical density smoke rating not to exceed 450 per ASTM E662 are
permitted in any area where Class Il materials are required.

For Group I-3 areas occupied by inmates or Group I-2 areas where patients are
restrained, see Section 804.4.3.

[906.1]

906.1 Where required. Portable fire extinguishers shall be installed in all of the
following locations:

1. InGroup A, B, E,F, H I, L,M R-1, R-2, R-2.1, R-2.2, R-3.1, R-4 and S
occupancies.

[907.2.9]

907.2.9 Group R-2, and R-2.1 and R-2.2. Fire alarm systems and smoke alarms
shall be installed in Group R-2 and R-2.1 occupancies as required in Sections
907.2.9.1 through 907.2.9.34.1. Group R-2.2 shall be equipped throughout with
an automatic fire alarm system and shall have a manual fire alarm pull station at
the 24-hour staff watch office.

[907.2.10.2]

907.2.10.2 Groups R-2, R-2.1, R-2.2, R-3, R-3.1 and R-4 and}-1. Single or
multiple-station smoke alarms shall be installed and maintained in Groups R-2,
R2.1, R-2.2, R-3, R-3.1 and R-4 and--1 regardless of occupant load at all of the
following locations:

[907.2.12.1.2- WITHDRAWN]
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[907.5.2.3.3- WITHDRAWN]

[1005.7.1- WITHDRAWN]

[TABLE 1006.2.1]

TABLE 1006.2.1

SPACES WITH ONE EXIT OR EXIT ACCESS DOORWAY

OCCUPANCY MAXIMUM OCCUPANT MAXIMUM COMMON PATH OF EGRESS TRAVEL DISTANCE (feet)
LOAD OF SPACE Without Sprinkler System
(feet) With Sprinkler System
Occupant Load (feet)
OL <30 OL > 30

A% E, M 49 75 75 752
B 49 100 75 1002
F 49 75 75 1002
H-1, H-2, H-3 3 NP NP 250
H-4, H-5 10 NP NP 759
1, 1-29 1-2.1, 1-4 10 NP NP 752
-3 10 NP NP 1002
R-1 10 NP NP 752
R-2 20 NP NP 1252
R-2.1 10 NP NP 758
R-2.2 20 NP NP 1252
R-3¢, R-3.1° 20 NP NP 125% 9
R-4° 20 NP NP 125% 9
s 29 100 75 1002
u 49 100 75 752
L See CBC Section 453.6.1
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[TABLE 1006.3.3(2)]

TABLE 1006.3.3(2)

STORIES WITH ONE EXIT OR ACCESS TO ONE EXIT FOR OTHER OCCUPANCIES

MAXIMUM MAXIMUM COMMON PATH OF
STORY OCCUPANCY OCCUPANT LOAD EGRESS TRAVEL DISTANCE (feet)
PER STORY
A, B EF, M, U 49 75
First story above or below grade plane H-2, H-3 3 25
H-4, H-5, I, R-1, R-2%¢, R-2.2 10 75
ghd 29 75
Second story above grade plane B, F, M, ¢ 29 75
Third story above grade plane and higher NP NA NA

[1008.2- WITHDRAWN]

[1010.1.2- WITHDRAWN]

[1011.11- WITHDRAWN]

[1019.3]

1019.3 Occupancies other than Groups I-2, |-2.1, and I-3 and R-2.1. In other than
Group I-2, 1-2.1 and I-3 and R-2.1 occupancies, floor openings containing exit
access stairways or ramps that do not comply with one of the conditions listed in this
section shall be enclosed with a shaft enclosure constructed in accordance with

Section 713.

1. Exit access stairways and ramps that serve or atmospherically
communicate between only two stories. Such interconnected stories shall
not be open to other stories.

2. In Group R-1, R-2, R-2.1, R-2.2, ef R-3 or R-3.1 occupancies, exit
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access stairways and ramps connecting four stories or less serving and
contained within an individual dwelling unit or sleeping unit or live/work
unit.

[1020.4]

1020.4 Dead ends. Where more than one exit or exit access, doorway is required,
the exit access shall be arranged such that dead-end corridors do not exceed 20
feet (6096 mm) in length.

Exceptions:
1. In Group 1-3, Condition 2, 3 or 4, occupancies, the dead end in a
corridor shall not exceed 50 feet (15 240 mm).

2. In occupancies in Groups B, E, F, -1 M, R-1, R-2, R-2.1, R-2.2, S
and U, where the building is equipped throughout with an automatic
sprinkler system in accordance with Section 903.3.1.1, the length of
the dead-end corridors shall not exceed 50 feet (15 240 mm).

3. A dead-end corridor shall not be limited in length where the length
of the dead-end corridor is less than 2.5 times the least width of the
dead-end corridor.

[1027.6-WITHDRAWN]

[1030.1]

1030.1 General. In addition to the means of egress required by this chapter,
emergency escape and rescue openings shall be provided in the following
occupancies:

1. Group R-2 occupancies located in stories with only one exit or access
to only one exit as permitted by Tables 1006.3.3(1) and 1006.3.3(2).

2. Group R-3 and R-4 occupancies.

Basements and sleeping rooms below the fourth story above grade plane
shall have not fewer than one exterior emergency escape and rescue
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opening in accordance with this section. Where basements contain one or
more sleeping rooms, emergency escape and rescue openings shall be
required in each sleeping room, but shall not be required in adjoining
areas of the basement. Such openings shall open directly into a public
way or to a yard or court that opens to a public way.

Exceptions:

1. In Groups R-1 and R-2 occupancies constructed of Type |,
Type lIA, Type llIIA or Type IV construction equipped
throughout with an approved automatic sprinkler system in
accordance with Section 903.3.1.1.

2. Group R-2.1 Occupancies, meeting the requirements for
delayed egress in accordance with Section 1010.1.9.8 may
have operable windows that are breakable in sleeping
rooms permanently restricted to a maximum of 4-inch open

position.

13. Basements with a ceiling height of less than 80 inches
(2032 mm) shall not be required to have emergency escape
and rescue openings.

24. Emergency escape and rescue openings are not
required from basements or sleeping rooms that have an exit
door or exit access door that opens directly into a public way
or to a yard, court or exterior exit balcony that opens to a
public way.

35. Basements without habitable spaces and having not
more than 200 square feet (18.6 m2) in floor area shall not
be required to have emergency escape and rescue
openings.

46. Within individual dwelling and sleeping units in Groups
R-2 and R-3, where the building is equipped throughout with
an automatic sprinkler system installed in accordance with
Section 903.3.1.1, 903.3.1.2 or 903.3.1.3, sleeping rooms in
basements shall not be required to have emergency escape
and rescue openings provided that the basement has one of
the following:

4.16.1. One means of egress and one emergency
escape and rescue opening.

4.26.2. Two means of egress.
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7. In Group R-2.2 occupancies a certified fire escape is
acceptable as a secondary means of egress for existing
buildings for this section of the code.

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

*PART 2%*

[Chapter 1]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 1 without modification.]

(Note: See Part 1 of this document for California amendments with editorial updates and
errata for adoption into the 2019 California Fire Code.)

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 2]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 2 without modification.]
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(Note: See Part 1 of this document for California amendments with editorial updates and
errata for adoption into the 2019 California Fire Code.)

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 3]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 3 without modification.]

(Note: See Part 1 of this document for California amendments with editorial updates and
errata for adoption into the 2019 California Fire Code.)

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 4]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 4 without modification.]

(Note: See Part 1 of this document for California amendments with editorial updates and
errata for adoption into the 2019 California Fire Code.)

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.
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[Chapter 5]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 5 without modification.]

(Note: See Part 1 of this document for California amendments with editorial updates and
errata for adoption into the 2019 California Fire Code.)

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 6]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 6 without modification.]

(Note: See Part 1 of this document for California amendments with editorial updates and
errata for adoption into the 2019 California Fire Code.)

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 7]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 7 without modification.]

(Note: See Part 1 of this document for California amendments with editorial updates and
errata for adoption into the 2019 California Fire Code.)

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50
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Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 8]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 8 without modification.]

(Note: See Part 1 of this document for California amendments with editorial updates and
errata for adoption into the 2019 California Fire Code.)

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 9]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 9 without modification.]

(Note: See Part 1 of this document for California amendments with editorial updates and
errata for adoption into the 2019 California Fire Code.)

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 10]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 10 without modification.]

(Note: See Part 1 of this document for California amendments with editorial updates and
errata for adoption into the 2019 California Fire Code.)

DGS BSC TP-103 (Rev. 06/18) Final Express Terms November 29, 2018
Rulemaking file # - Part 9 - 2018/Tri Code Cycle Page 87 of 107 3-Part 9 Final ET 11-29-18
Office of the State Fire Marshal (OSFM)



STATE OF CALIFORNIA
BUILDING STANDARDS COMMISSION

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 11]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 10 without modification.]

(Note: See Part 1 of this document for California amendments with editorial updates and
errata for adoption into the 2019 California Fire Code.)

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 12]

[The OSFM is proposing to adopt Chapter 12]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 20]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 20 without modification.]

Notation
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
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1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 21]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 21 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 22]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 21 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 23]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 23 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50
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Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 24]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 24 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 25]
[The OSFM proposes to pot adopt Chapter 25]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 26]

[The OSFM proposes to not adopt Chapter 25]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.
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[Chapter 27]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 27 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204

[Chapter 28]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 28 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204

[Chapter 29]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 29 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 30]
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[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 30 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204

[Chapter 31]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 31 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204

[Chapter 32]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 32 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204

[Chapter 33]

[The OSFM is maintaining the adoption of those existing Californiaamendments or
building standards in Chapter 33 without modification.]
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Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204

[Chapter 34]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 34 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204

[Chapter 35]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 35 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 36]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 36 without modification.]
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Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 37]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 37 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 38]
[The OSFM proposes to not adopt Chapter 38]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 39]
[The OSFM is proposing to adopt Chapter 39]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50
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Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 48]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 48 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 49]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 49 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 50]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 50 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through

DGS BSC TP-103 (Rev. 06/18) Final Express Terms November 29, 2018
Rulemaking file # - Part 9 - 2018/Tri Code Cycle Page 95 of 107 3-Part 9 Final ET 11-29-18
Office of the State Fire Marshal (OSFM)



STATE OF CALIFORNIA
BUILDING STANDARDS COMMISSION

25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 51]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 51 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 53]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 53 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 54]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 54 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.
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[Chapter 55]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 55 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 56]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 56 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 57]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 57 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.
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[Chapter 58]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 58 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 59]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 59 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 60]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 60 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 61]
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[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 61 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 62]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 62 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 63]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 63 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 64]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 64 without modification.]
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Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 65]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 65 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 66]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 66 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 67]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 67 without modification.]
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Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Chapter 80]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter 80 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix 4]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter Appendix 4 without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix A]
[The OSFM proposes to not adopt Appendix A]
Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
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13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix B]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter Appendix B without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix BB]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter Appendix BB without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix C]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter Appendix C without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50
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Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix CC]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter Appendix CC without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix D]

[The OSFM proposes to not adopt Appendix D]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix E]

[The OSFM proposes to not adopt Appendix E]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.
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[Appendix F]

[The OSFM proposes to not adopt Appendix F]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix G]

[The OSFM proposes to not adopt Appendix G]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix H]

[The OSFM is maintaining the adoption of those existing California amendments or
building standards in Chapter Appendix H without modification.]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix ]

[The OSFM proposes to not adopt Appendix I]
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Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix J]

[The OSFM proposes to not adopt Appendix J]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix K]

[The OSFM proposes to not adopt Appendix K]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix L]

[The OSFM proposes to not adopt Appendix L]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,

1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
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Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix M]

[The OSFM proposes to pot adopt Appendix M]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix N]

[The OSFM proposes to not adopt Appendix N this is a new chapter in the
International Fire Code. Move the California amendments currently in Appendix N
to Appendix O]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.

[Appendix O]

[The OSFM proposes to not adopt Appendix O. Move the California amendments
currently in Appendix N to Appendix O]

Notation

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502,
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2,
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government
Code Section 51189, Public Education Code 17074.50

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through
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25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources
Code Sections 4201 through 4204.
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